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1/2" PLYWOOD OR OSB SHEATHING, 
SPAN RATED 
R503.2.1.1 (1)

APPROVED TRUSS TO  APPROVED 
CONNECTION AT EACH TRUSS. 
RESISTANCE TO UPLIFT NOT LESS 
THAN 280 LBS
R802.10.5

BEAM PER CHART

GRADE

TAMPED EARTH

6" POURED CONCRETE
(ACCEPTED PRACTICE: SPLIT 60# 
CONCRETE SACK, PLACE IN HOLE 
AND SATURATE w/ WATER)

2x4 JOIST 
STIFFENER

MFR TRUSS AT 
24" O.C.

18"

BEAM CHART

6x6 PT POST, HF #2 MIN

POST CAP. UPLIFT CAPACITY 
1700 # MIN.

(3)−2x12 (4)−2x12

(3)−2x10 (4)−2x10 (4)−2x12

(3)−2x8 (3)−2x10 (3)−2x10

12’ TRUSS 24’ TRUSS 36’ TRUSS

8’ BEAM

10’ BEAM

12’ BEAM

ASSUMES 2’−0" OVERHANG AND COMPOSITION 
ROOFING
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TC Figure 62  Typical Carport


